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Defense Waste Processing Facility Motor Circuits

Savannah River Site

Aiken/Aiken/South Carolina

The motor circuit for (Canyon ID) pump FA2 has a solid ground fault. There remain no original radiation grade (hardened) 15 Hp motors in the
DWPF inventory. Standard (catalog order) grade motors have been procured and inventoried, but to utilize them, technical baseline changes are
needed.

B1.3 - Routine maintenance
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